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NOTE PHASING AND CT POLARITY MUST BE CORRECT

     INCLUDING DIRECTION OF PRIMARY FLOW THROUGH THE CT.
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MJK 09/03

ENERGY METER (kwh) WIRING
3 PHASE UNBALANCED (4 WIRE)

TYPE: 96CTEP3 / PR110

4         REPLACED POWER FOR ENERGY & UPDATED SOME TEXT
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* NOTE RUN LOW VOLTAGE WIRING
IN MULTICORE KEEP SEPARATE
FROM POWER WIRING.

*
JTL NETWORK
ZONE WIRING
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JTL

NOTE DO NOT DISCONNECT CT WIRING WITH POWER ON.
USE CT SHORTING BARS IF NECESSARY.
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41 KINGFISHER COURT, HAMBRIDGE RD,
NEWBURY, BERKSHIRE. RG14 5SJ
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